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1 1/2" = 1'-0"A1
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1 1/2" = 1'-0"B2
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3" = 1'-0"A1
FF-1 Lap Siding Outside Corner

3" = 1'-0"A2
FF-2 Panel Siding Outside Corner

3" = 1'-0"B1
FF-5 Lap Siding Inside Corner

3" = 1'-0"B2
FF-6 Panel Siding Inside Corner

3" = 1'-0"C1
FF-13 Panel/Lap Siding Vertical Transition

3" = 1'-0"D1
TF-1 Through Wall Flashing LEGEND - PANEL TRIMS

3" = 1'-0"A3
FF-3 Shiplap Siding Outside Corner
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3" = 1'-0"B3
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FF-8  Stone Veneer Inside Corner
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FF-14 Stone/Shiplap Siding Vertical Transition

01/30/2023 BUILDING PERMIT
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LEGEND - PANEL TRIMS

3" = 1'-0"B3
FF-11 Panel/Lap Siding Inside Corner

3" = 1'-0"B2
FF-10 Stone/Shiplap Siding Inside Corner

3" = 1'-0"B1
FF-9 Panel/Shiplap Siding Inside Corner

3" = 1'-0"B4
FF-12 Stone/Panel Siding Inside Corner

3" = 1'-0"A1
FF-4A Stone Veneer Outside Corner Elev.

3" = 1'-0"A2
FF-4B Stone Veneer Out. Cor. @ Pan. Sid.

01/30/2023 BUILDING PERMIT
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1 1/2" = 1'-0"A1
WD-1 - Residential Balcony

1 1/2" = 1'-0"C1
RD-1 - Residential Balcony Soffit

LEGEND - FLASHING & COPING PROFILES

1 1/2" = 1'-0"B4
TT-1 T&G Soffit Trim Vent
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1 1/2" = 1'-0"C1
PW-1 Typ. Parapet Wall

LEGEND - FLASHING & COPING PROFILES

1 1/2" = 1'-0"A1
R-1 Roof @ Unconditioned to Conditioned Transition @ Level 3
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